
BOD
(ppm)

TSS
(ppm)

FLOW

01/20/18 134.0       91.6        0.003        

02/10/18 38.0         96.0        0.003        

03/04/18 91.0         66.0        0.003        

04/08/18 222.0       160.4      0.001        

05/20/18 545.0       212.0      0.001        

06/02/18 549.0       203.0      0.001        

07/05/18 168.5       483.3      0.001        

08/05/18 110.0       95.6        0.001        

09/21/18 327.0       8,132.0   0.001        

10/06/18 739.0       5,344.0   0.008        

11/04/18 165.0       139.0      0.001        

12/02/18 102.0       122.0      0.001        

Average 265.9       1,262.1   0.002        

Maximum 739.0       8,132.0   0.008        
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